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4901:1-5-37-01 DEFINITIONS, PURPOSE AND SCOPE.

(A) AS USED IN THIS CHAPTER:

(1) "ELECTRIC UTILITY" HAS THE MEANING SET FORTH IN
RULE 4901:5-19-01 OF THE ADMINISTRATIVE CODE.

(2) "NONCOMPETITIVE RETAIL ELECTRIC SERVICE" MEANS
EACH OF THE FOLLOWING AS USED IN CHAPTER 4928. OF
THE REVISED CODE:

(a) DISTRIBUTION SERVICE;

(b) TRANSMISSION SERVICE;

(c) ANY ANCILLARY SERVICE, AS DEFINED IN DIVISION
(A) OF SECTION 4928.01 OF THE REVISED CODE,
WHICH THE COMMISSION HAS NOT DECLARED TO
BE A COMPETITIVE RETAIL ELECTRIC SERVICE
WITHIN THE CERTIFIED TERRITORY OF ANY
ELECTRIC DISTRIBUTION COMPANY.

(3) "EMERGENCY" MEANS AN ANTICIPATED OR EXISTING
SHORTAGE IN THE SUPPLY OF OR CONSTRAINT IN THE
TRANSMISSION OR DISTRIBUTION OF ELECTRICAL
ENERGY, WHICH HAS OR MAY ADVERSELY AFFECT THE
OPERATION OR RELIABILITY OF TRANSMISSION AND
DISTRIBUTION FACILITIES.

(4) "COMMISSION" MEANS THE PUBLIC UTILITIES
COMMISSION OF OHIO.

(5) "ESSENTIAL CUSTOMERS" MEANS THE FOLLOWING
CUSTOMERS OF AN ELECTRIC UTILITY:

(a) HOSPITALS AND EMERGENCY CARE FACILITIES,
EACH OF WHICH PROVIDES MEDICAL CARE AND
PERFORMS IN-PATIENT PROCEDURES;

(b) PRISONS AND GOVERNMENTAL DETENTION
INSTITUTIONS;
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(c) FIRE AND POLICE STATIONS, OHIO NATIONAL
GUARD FACILITIES, MILITARY BASES, AND FEDERAL
FACILITIES ESSENTIAL TO THE NATIONAL DEFENSE;

(d) "CRITICAL CUSTOMERS" AS DEFINED IN RULE 4901:1-
10-02 OF THE ADMINISTRATIVE CODE;

(e) RADIO AND TELEVISION STATIONS USED TO
TRANSMIT EMERGENCY MESSAGES AND PUBLIC
INFORMATION BROADCASTS RELATING TO
EMERGENCIES;

(f) WATER PUMPING PLANTS ESSENTIAL TO THE
SUPPLY OF POTABLE WATER TO A COMMUNITY;

(g) SEWAGE PLANTS ESSENTIAL TO THE COLLECTION,
TREATMENT AND DISPOSAL OF A COMMUNITY'S
SEWAGE, EXCEPT LIFT STATIONS;

(h) EMERGENCY MANAGEMENT AND RESPONSE
FACILITIES AND THE COUNTYWIDE "911" SYSTEM;
AND

(i) BLOOD BANKS.

(6) "ECAR" MEANS THE “EAST CENTRAL AREA RELIABILITY
COUNCIL” (A REGIONAL RELIABILITY COUNCIL OF THE
“NORTH AMERICAN ELECTRIC RELIABILITY COUNCIL”
(NERC), OR ITS SUCCESSOR ORGANIZATION,
ESTABLISHED TO AUGMENT RELIABILITY OF ITS
MEMBERS' ELECTRIC SUPPLY SYSTEMS THROUGH
COORDINATION OF PLANNING AND OPERATIONS OF ITS
MEMBERS' GENERATION AND TRANSMISSION
FACILITIES.

(7) “RTO” MEANS REGIONAL TRANSMISSION
ORGANIZATION DEFINED BY THE FEDERAL ENERGY
REGULATORY COMMISSION (FERC).

(B) THE RULES IN THIS CHAPTER APPLY TO TRANSMISSION
AND DISTRIBUTION COMPANIES WHO PROVIDE
NONCOMPETITIVE RETAIL ELECTRIC SERVICE AND ARE
INTENDED TO PROVIDE MINIMUM STANDARDS, BUT ARE



4901:1-5-37-01 3

NOT INTENDED TO GUARANTEE A CONTINUOUS AND
UNINTERRUPTED FLOW OF POWER UNDER ALL
CONDITIONS, FOR THE COMPANIES TO:

(1) PREVENT EMERGENCIES;

(2) INITIATE AND PERFORM SYSTEM RESTORATION FOR
ANY ELECTRIC SERVICE WHICH SUFFERED AN OUTAGE
DUE TO AN EMERGENCY; AND

(3) PRESERVE AND PROTECT ELECTRIC SERVICES WHOSE
OPERATIONS CONTINUED OR WERE RESTORED
DURING AN EMERGENCY.

(C) EACH ELECTRIC UTILITY SHALL COMPLY WITH THE RULES
OF THIS CHAPTER AND ORDERS OF THE COMMISSION,
UNLESS OTHERWISE ORDERED BY FERC, DURING AN
EMERGENCY WHICH HAS OR MAY ADVERSELY AFFECT THE
OPERATION OR RELIABILITY OF THOSE LINES.

(D) EACH ELECTRIC UTILITY SHALL FILE FOR THE
COMMISSION'S APPROVAL, ITS EMERGENCY PLAN AND
AMENDMENTS ON ENERGY SHORTAGES OR DELIVERY
CONSTRAINTS, WHICH SHALL INCLUDE THE
REQUIREMENTS AND PROCEDURES OF THIS CHAPTER.

(E) THE COMMISSION MAY, IN ADDITION TO THE RULES OF
THIS CHAPTER, ADOPT ORDERS TO REQUIRE THE ELECTRIC
UTILITY TO:

(1) TAKE PRESCRIBED ACTIONS BEFORE AN EMERGENCY;

(2) INITIATE OR TERMINATE ANY ACTION DURING AN
EMERGENCY.
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--------------------------------------------

Effective:

Certification                                                                         
Gary Vigorito, Secretary

                                                                        
Date

Promulgated under R. C. Sec. 111.15
Authorized by R.C. Sec. 4928.06
Rule amplifies R.C. Sec. 4928.11
119.032 Review date:  11/30/01
Prior effective dates:



4901:1-5-37-02 EMERGENCY REPORTING TO THE COMMISSION;
EMERGENCY ACTIONS.

(A) EACH ELECTRIC UTILITY SHALL PROMPTLY REPORT TO THE
COMMISSION:

(1) ANY LOSS IN SERVICE FOR FIFTEEN MINUTES OR MORE
OF ELECTRIC POWER SUPPLY TO A FIRM LOAD OF ONE
HUNDRED MEGAWATTS OR MORE;

(2) ANY ACTION TO REDUCE FIRM CUSTOMER LOADS IN
ORDER TO MAINTAIN RELIABILITY OF THE POWER
SUPPLY SYSTEM;

(3) ANY APPEAL FOR THE PUBLIC TO CONSERVE
ELECTRICITY;

(4) ANY ACTION TO REDUCE FIRM CUSTOMER LOADS BY
MANUAL SWITCHING, AUTOMATIC LOAD SHEDDING,
OR OTHER MEANS USED TO MAINTAIN RELIABILITY OF
THE POWER SUPPLY SYSTEM;

(5) ANY OUTAGE OR INCIDENT WHICH DAMAGES OR
RENDERS INOPERABLE SYSTEM EQUIPMENT LOCATED IN
OHIO;

(6) WHEN A TRANSMISSION COMPANY DETERMINES THAT
A NET OPERATING RESERVE DEFICIENCY WILL EXIST FOR
THE NEXT CALENDAR DAY AND POWER SUPPLY
AND/OR OPERATING RESERVE CANNOT BE OBTAINED
OR PURCHASED; AND

(7) ANY ACTION TAKEN PURSUANT TO THE RULES OF THIS
CHAPTER.

EACH REPORT SHALL BE MADE BY FAX, VOICE MAIL,
PERSONAL CONTACT OR OTHER COMMISSION
DETERMINED MEANS WITH A DESIGNATED COMMISSION
REPRESENTATIVE.

(B) WHEN AN ELECTRIC UTILITY IS UNABLE TO RELIEVE AN
EXISTING OR ANTICIPATED ENERGY SHORTAGE BY
OBTAINING OR PURCHASING POWER THROUGH AN
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INTERCONNECTED SYSTEM PURSUANT TO RULES 4901:1-22-03,
4901:1-22-04, AND 4901:1-22-05 OF THE ADMINISTRATIVE CODE,
EACH COMPANY SHALL IMPLEMENT AND FOLLOW:

(1) ECAR’S LOAD SHEDDING PROCEDURES;

(2) THE PROVISION OF THE COMPANY'S EMERGENCY PLAN,
AS APPROVED BY THE COMMISSION.

--------------------------------------------

Effective:

Certification                                                                         
Gary Vigorito, Secretary

                                                                        
Date

Promulgated under R. C. Sec. 111.15
Authorized by R.C. Sec. 4928.06
Rule amplifies R.C. Sec. 4928.11
119.032 Review date:  11/30/01
Prior effective dates:



4901:1-5-37-03 SUDDEN OR UNANTICIPATED EMERGENCY
RESULTING IN OVERLOADING TRANSMISSION
FACILITIES.

WHEN SUDDEN OR UNANTICIPATED GENERATION OR
TRANSMISSION OUTAGES CAUSE AN OVERLOADING OF THE
ELECTRIC UTILITY'S FACILITIES OR INTERCONNECTION CIRCUITS
WHICH OPERATE AT A NOMINAL SIXTY HERTZ, EACH COMPANY
SHALL PERFORM ANY OR ALL OF THE FOLLOWING ACTIONS, AS
REQUIRED:

(A) INTERRUPT SERVICE TO CUSTOMERS SERVED UNDER
INTERRUPTIBLE TARIFFS OR CONTRACTS;

(B) INTERRUPT SERVICE TO FIRM SERVICE CUSTOMERS;

(C) REDUCE VOLTAGE NOT MORE THAN FIVE PER CENT IF THE
TRANSMISSION SYSTEM IS ISOLATED; AND/OR

(D) DISCONNECT THE OVERLOADED FACILITY OR CIRCUIT.



2

--------------------------------------------

Effective:
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Gary Vigorito, Secretary

                                                                        
Date

Promulgated under R. C. Sec. 111.15
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Rule amplifies R.C. Sec. 4928.11
119.032 Review date:  11/30/01
Prior effective dates:



4901:1-5-37-04  ANTICIPATED EMERGENCY CONDITIONS.

WHEN ANTICIPATED SHORTAGES OF ELECTRICAL ENERGY
CANNOT BE RELIEVED BY AUTOMATIC RESERVE SHARING AND
EMERGENCY PURCHASES OR OTHER SOURCES WITHIN OR
OUTSIDE THE INTERCONNECTED AREA, EACH ELECTRIC UTILITY
SHALL PERFORM ANY OR ALL OF THE FOLLOWING ACTIONS, AS
REQUIRED AND AS APPLICABLE:

(A) INTERRUPT SERVICE TO CUSTOMERS SERVED UNDER
INTERRUPTIBLE TARIFFS OR CONTRACTS;

(B) INTERRUPT SERVICE TO CUSTOMERS WITH CONTROLLED
SERVICE LOADS;

(C) REDUCE VOLTAGE NOT MORE THAN FIVE PER CENT ON THE
DISTRIBUTION SYSTEM;

(D) REQUEST VOLUNTARY LOAD REDUCTIONS OF LARGE
VOLUME FIRM CUSTOMERS;

(E) APPEAL TO THE PUBLIC TO CONSERVE ELECTRICITY;

(F) INITIATE MANUAL LOAD SHEDDING OF FIRM CUSTOMER
LOADS; AND

(G) EACH ELECTRIC DISTRIBUTION COMPANY SHALL:

(1) MAKE REASONABLE EFFORTS TO MAINTAIN SERVICE TO
ESSENTIAL CUSTOMERS; AND

(2) SELECT DISTRIBUTION CIRCUITS AND LINES TO
INTERRUPT SERVICE.
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